
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCSICO BAY REGION

ORDER NO. 89 - 049

WASTE DISCHARGE REQUIREMENTS FOR:

NAPA VALLEY COUNTRY CLUB,
NAPA COUNTY

The California Regional Water Quality Control Board, San
Francisco Bay Region (hereinafter called the Board), finds that:

1. The Napa Valley country Club (hereinafter called the
Discharger), located at 3385 Hagen Road in Napa County, has
proposed to modify its wastewater treatment and disposal
system in order to accomodate increased wastewater flows
associated with the proposed expansion of the Club's
facilities and membership. The Discharger, on June 6, 1988,
filed a Report of Waste Discharge with the Board for updating
its waste discharge permit. The Discharger's consultant
submitted additional technical information regarding the
proposed wastewater system modifications on July 1, 1988.

2. The Discharger's facility includes a golf course, tennis
courts, a swimming pool and a restaurant for use by club
members. The Discharger currently generates an average of
about 1,000 gallons per day of domestic wastewater from
employees and club members. Wastewater flows from the
clubhouse into two 1200 gallon septic tanks connected in
series, then flows into a 300 gallon sump, and is then pumped
to three evaporation-percolation ponds for final disposal.

3. Two of the existing wastewater ponds (ponds 1 and 2) have been
in use for more than ten years, and a larger pond (pond 3) was
constructed and put into use in 1983. The ponds are located
on a sma 11 hi 11 in a wooded area which is surrounded by the
golf course owned and operated by the Discharger.

4. The discharge and the existing wastewater pond system is
currently governed by waste discharge requirements adopted by
the Board on August 15, 1984 in Order No. 84-50.

5. The Discharger proposes to expand the storage and disposal
capacity of its wastewater system to accomodate a projected
annual average flow rate of about 1600 gallons per day (gpd)
(about 1950 gpd during the summer season and about 1300 gpd
during the winter season). The proposed improvements include
reconstructing the existing ponds 1 and 2 into a single,
enlarged pond, and constructing a spray disposal field
adjacent to the ponds for dry-weather disposal of the pond
effluent. Attachment A is a location map of these facilities,
and is hereby made a part of this Order.
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